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2. ALL HOG AND PCE PIPING TO BE INSTALLED, TESTED AND DESIGNED IN ACCORDANCE
N , . §'-3" WITH THE REQUIREMENTS SET FORTH IN SPECIFICATION SECTION 15895
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/ - ) 4. SUPPORTS FOR ALL HOG PIPING SHALL BE AS SHOWN ON KNIGHT DRAWING P6.10.01
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0 ol \ "™\ 1vp. PPE \SUPPORT V-6175, CHECK VALVES TO BE TYPE V-1376 AS IDENTIFIED IN SPECIFICATION 15100
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Knight/Jacobs Joint Venture
701 Scarboro Road, MS 8253
Oak Ridge, N 37830
DEVICE DESIGNATOR HEAVY WATER STATION #4 Technology, Inc.
- T 865-241-9433 Tullahoma, TN 37388
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